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CODE ANALYSIS

APPLICABLE CODES

Year

Year

International Building Code
International Mechanical Code
International Plumbing Code

International Fire Code

International Energy
Conservation Code

2003

2003

2003

2003

National Electrical Code
Uniform Code for
Building Conservation
ADA Accessibility

Guidelines

2003

2003

K.

Occupancy and Group:

Change in Use: Yes
Special Use and Occupancy (e.g. High Rise, Covered Mall):

A-3

B S-2

No X

Mixed Occupancy:

Seismic Design Category: _ D

Type of Construction (circle one):

I I

A B

I
A

I

B

Yes X

No

Design Wind Speed: _ 90 mph

o I
A B

® 1 3

Fire Resistance Rating Requirements for the Exterior Walls based on the fire
separation distance (in hours):

North: _ O

South: O

East:

(0] West: O

Mixed Occupancies:

Sprinklers:

Required: _NR

Number of Stories:

X

Provided: -

_r

Nonseparated Uses:

Building Height: _22'-3"

Actual Area per Floor (square feet): _14,610

Tabular Area:; 15,000

Type of Sprinkler System:

Area Modifications:

Al

SPRINKLER

= A+
VA= Ay [100

REy

FRONTAGE

l,= 100 F
= P

b) Sum of the Ratio Calculations for Mixed Occupancies:

Actual Area

Allowable Area

<

c) Total Allowable Area for:
1) One Story: 15,000
2) Two Story: A,(2)_N/A
3) Three Story: A, (3)_N/A

d) Unlimited Area Building: Yes

No X

w

30

— 0.251| -

Code Section:

Fire Resistance Rating Requirements for Building Elements (hours).

Element

Hours

Assembly
Listing

Element

Hours

Assembly
Listing

Exterior Bearing Walls
Interior Bearing Walls

Exterior Non-Bearing Walls

Structural Frame
Partitions - Permanent
Fire Barriers

2

N/A

H/T 1

N/A

0

N/A

H/T

N/A

1

N/A

N/A

N/A

Floors - Ceiling Floors
Roofs - Ceiling Roofs

H/T

N/A

H/T

N/A

Exterior Doors and Windows |_0

Shaft Enclosures
Fire Walls

Fire Partitions
Smoke Partitions

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

Design Occupant Load: 206

Exit Width Required: 4.12

Minimum Number of Required Plumbing Facilities:

a) Water Closets - Required (m) __2

o O T

)
) Bath Tubs or Showers:
) Drinking Fountains: 1

Exit Width Provided: 288" EXTG.

REPLACING EXISTING FIXTURES

f_2

Lavatories - Required (m) _2

(f)_2

DED

3 PROVI

Service Sinks: 1

PLUS ADDING LAVATORY IN
MEN'S & SHOWERS IN WOMEN'S
Provided (m) _2

f_2

Provided (m) __3

f_2

ABBREVIATIONS

FOOTNOTES:

1)

In case of conflict with the U.S. Department of Justice Federal Registers Parts I
through ¥ - ADA Guidelines and specific reference to the International Building
Code Accessibility Chapters, the more restrictive requirement shall govern.

Additional Code Information shall be provided at the discretion of the Building
Official for Complex Buildings. Including, but not limited to:

a) High Rise Requirements.

O

Atriums.

o O

)
)
)
)

-]

Performance Based Criteria.
Means or Egress Analysis.
Fire Assembly Locator Sheet.
) Exterior and Interior Accessibility Route.

g) Fire Stopping, Including Tested Design Number.

ABOVE FINISHED FLOOR
ALTERNATE

ALUMINUM

AMERICAN CONCRETE INSTITUTE
AMERICAN NATIONAL STANDARDS INSTITUTE
AMERICAN SOCIETY OF TESTING & MATERIALS
AMERICAN WELDING SOCIETY
ANCHOR BOLT

AND

ANGLE

APPROVED

APPROXIMATE

ARCHITECT OR ARCHITECTURAL
ARCHITECTURAL CONCRETE
AVERAGE

AT

BEAM

BLOCKING

BOTTOM

BRACKET

BUILDING

CALCIUM SILICATE MASONRY UNIT
CATCH BASIN

CENTER

CENTERLINE

CENTER TO CENTER

CHANNEL

CLEANOUT

COLUMN

COMPOSITION

CONCRETE MASONRY UNIT
CONCRETE REINFORCING STEEL INSTITUTE
CONSTRUCTION

CONTINUOUS

COUNTERSINK

CuBIC

CUBIC FOOT

CUBIC FEET PER MINUTE

CUBIC INCH

CUBIC YARD

DEPARTMENT

DIAGONAL

DIAMETER

DIMENSION

DOOR

DOUBLE

DRAWING

ELECTRICAL

ELECTRIC WATER COOLER
ELEVATION

EQUIPMENT

EXPANSION JOINT

EXTERIOR INSULATION FINISH SYSTEM

FAR SIDE

FEET OR FOOT

FIELD VERIFY

FINISH FLOOR

FIRE EXTINGUISHER CABINET
FIRE HOSE CABINET

FIRE HYDRANT

FIRE RETARDANT TREATED
FLOOR DRAIN
FLUORESCENT

FOOTING

FOUNDATION

GALVANIZED

GAGE OR GAUGE

GLAZED STRUCTURAL UNIT
GYPSUM BOARD
HARDWARE

HEIGHT

HIGH STRENGTH BOLT
HORIZONTAL

INCH

INFORMATION

INSIDE DIAMETER
INTERMEDIATE

KIP (1,000 LB.)
LABORATORY
MANUFACTURER
MAXIMUM

MECHANICAL

MINIMUM

MISCELLANEOUS
NATIONAL BOARD OF FIRE UNDERWRITERS
NATIONAL ELECTRICAL CODE
NATIONAL ELECTRICAL MANUFACTURERS ASSOC.
NEAR SIDE

NOT IN CONTRACT

NOT TO SCALE

NUMBER

ON CENTER

OPENING

OPPOSITE

OUTSIDE DIAMETER
PENNY

PER

PERPENDICULAR

PHASE

POUND

PREFABRICATED
PROPERTY LINE

RADIUS

REINFORCING

REQUIRED

REVISION

ROD & SHELF

ROOF DRAIN

ROOM

ROUND

SHEET

SIMILAR

SOUND ATTENUATION BLANKET
SPECIFICATION

SQUARE

SYMMETRICAL

SYNTHETIC STUCCO EXTERIOR INSULATION SYSTEM
TOP OF MASONRY

TOP BACK OF CURB

TOP OF LANDSCAPING

TOP OF WALK

TOP OF STEEL

TOP OF WALL

TYPICAL

UNLESS NOTED OTHERWISE
VERTICAL

VINYL WALL COVERING
WELDED WIRE FABRIC
WITH

WITHOUT

EJ/

AFF
ALT.
AL.
ACI
ANSI
ASTM
AWS
AB.
&

L
APPD.

APPROX.

ARCH.
AC
AVG.
@

BM
BLKG.
BOT.
BRKT.
BLDG.
CSMU
C.B.
CTR.
CL
CcCTOC
[

C.0.
COL.
COMP.
C.M.U.
CRSI
CONST.
CONT.
CSK.
CuU.
CU. FT.
CFM
CU. IN.
CU. YD.
DEPT.
DIAG.
%]

DIM.
DR
DBL.
DWG.
ELEC.
EWC
EL.
EQUIP.
EXP. JT.
EIFS

F.S.
FT.or'
F.V.
F.F.
F.E.C.
F.H.C.
F.H.
FRT
FD
FLUOR.
FTG.
FND.
GALV.
GA.
GSU

GYP. BD.

HDW.
HGT.
HSB
HORIZ.
INFO.
I.D.
INTER.
K
LAB.
MFG.
MAX.
MECH.
MIN.
MISC.
NBFU
NEC
NEMA
N.S.
N.I.C.
NTS
NO. or #
O.C.
OPNG.
OPP.
0.D.

d

/
PERP.
1]

LB. or #

PREFAB.

P/L

R
REINF.
REQ'D.
REV.
R&S
RD

RM
RD. or @
SHT.
SIM.
SAB
SPEC.
SQ. or
SYM.
SSEIS
T.0.M.
T.B.C.
T.L.
T.W.
TOS
TOW
TYP.
U.N.O.
VERT.
VWC.
WWF
W/
W/O
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OFFICE CONFERENCE CAMMO ROOM /
N ROOM OFFICE OFFICE DRAWN BY: JBE
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GENERAL INFORMATION
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1 ? ° ‘ 5 SCOTT P. EVANS

NEW 4" CONCRETE SLAB ON NEW 4" OF GRAVEL - PROVIDE THICK-SET
CERAMIC MOSAIC TILE SYSTEM SLOPE TO DRAIN AS INDICATED.

EXTG. GLB TO REMAIN.

[ I SN | N | S S RGG ==L R S L NEW 3X3 SKYLIGHT - REFER TO DETAIL B1/AE-501 - ALTERNATE #1 - PROFESSIONAL SEAL
____________ o~ ] ] SEE SPEC.
1) WoMENS || (D
TYP) (2) 2X6 W/ 2 ROWS OF 16d @ 6" O.C. TYP - ALTERNATE #1 - SEE SPEC.
| | O | @ DRILL HALL CONSULTANTS

SIMPSON (LUS 26-2) TYP - ALTERNATE #1 - SEE SPEC.

MECHANICAL ENGINEER

NEW SUSPENDED 5/8" GYP. BD. CEILING - REFER TO SECTION c VBFA
A1/AE-301 & TO MECHANICAL & ELECTRICAL DRAWINGS.

ELECTRICAL ENGINEER
THOMAS AND KOLKMAN ENGINEERING

BOILER ROOM NEW HOT WATER RADIATION CONVECTOR - SEE PLUMBING

DRAWINGS.

ALL SHOWER WALL ARE TO BE THICK-SET CERAMIC TILE SYSTEM.

OFFICE | O ]  NEW 1X4 SURFACE MOUNTED LIGHT FIXTURE -
—— SEE ELECTRICAL DRAWINGS REMOVE EXTG. WALLS. = )
106 INDICATES EXTG. MASONRY WALLS TO REMAIN.
| 5 | NEW 4' CEILING MOUNTED LIGHT EIXTURE - @ REMOVE EXTG. CONCRETE / CERAMIC TILE FLOORS.
SEE ELECTRICAL DRAWINGS @ REMOVE EXTG. HARD CEILING. D
- [ TNTTOR INDICATES SOUND RATED WALL WITH 6" 20 GA.
| @) | @) —— | METAL STUDS @ 16" O.C. WITH %" GREEN BD. NEW INCANDESCENT LIGHT FIXTURE - @ REMOVE EXTG. DOORS.
EACH SIDE - EXTEND FROM FLOOR TO DECK A SEE ELECTRICAL DRAWINGS
209 PENETRATIONS AND SEAL TIGHT TO DECK ABOVE @ REMOVE EXTG. TR, / SHOWER ACCESSORIES TYP D
- = BETWEEN STUDS AND " RESILIENT CHANNELS EGHANICAL DRAVING o ' 108 WEST CENTER STREET
_____________ _ L= TYP o O G UNDER GREEN B ON ONE SIDE oF MECHANICAL DRAWINGS (7) || REMOVE EXTG. LOCKERS & RETURN TO OWNER TYP. BOUNTIFUL, UTAH 84010
= H--—-————ar—-———— 17—+ o -{ X STUD ONLY - CAULK PERIMETER WITH
VEST 8 ACOUSTIGAL GAULK - WITH CERAMIC TILE REMOVE EXTG. HOT WATER RADIATION CONVECTOR - SEE PLUMBING 801.298.1368 (PHONE)
: ] : . . v WHERE OCCURS - SEE PLAN. DRAWINGS. 801.298.2192 (FAX)
| TYP. % @ REMOVE EXTG. LAVATORIES. E-MAIL:
_ _ _ - @ S INDICATES WALL WITH 3%" 20 GA. METAL STUDS info@spe-architect.com
, . ; . e . AT 16" O.C. WITH %" GREEN BD. EACH SIDE - REMOVE EXTG. ELECTRICAL WATER COOLER.
0 @ MEN'S vp EXTEND TO 6" ABOVE CEILING - WITH CERAMIC WEB:
@ VP, 101 v TILE WHERE OCCURS - SEE PLAN. @ REMOVE EXTG. WAINSCOAT OFF OF EXTG. CMU WALLS TYP. www.spe-architect.com
N—/TYP. NGO | | O, | COORDINATE ALL ARCHITECTURAL, MECHANICAL AND ELECTRICAL DRAWINGS.
& | | [ 1S FINAL LOCATIONS OF ALL LIGHTS, DIFFUSERS, EQUIPMENT, ETC., IF SHOWN @ SAWCUT EXTG. CMU WALL FOR NEW DOOCR.
\ DIFFERENTLY FROM EACH OTHER SHALL BE DETERMINED BY THE ARCHITECT.
L ] | il _OF T 1 1 | . E | INDICATES WALL WITH 1%" 20 GA. METAL STUDS @ NEW ELECTRICAL WATER COOLER - SEE PLUMBING DRAWINGS.
________ Y IS 1 O U ' ' AT 16" 0.C. WITH %" TYPE "X" GYP. BD. ONE SIDE -
@ WITH CERAMIC TILE - SEE PLAN NEW 3X3 SKYLIGHT ABOVE SHOWN AS DASHED LINE - ALTERNATE #1 -
20 VP SEE SPEC.
4834 -5._5%.. I A — SCOTT PAUL
g @ INFILL EXTG. WINDOWS WITH METAL STUD WALL - REFER TO DETAIL EVANS
A5/AE-501.
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. / ARCH. PROJECT NO: 05-18
CAD DWG FILE: AE-101.DWG
— 3 DRAWN BY: JBE
. = . IDRILL HALL | | . — . IDRILL HALL | CHECKED BY: SPE
DESIGNED BY: SPE
@ @ A | COPYRIGHT:
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4X4 THIN-SET WAINSCOAT CERAMIC TILE OVER GREEN BD. - SEE

SPEC.

24X36 MIRROR W/ SHELF (TBA-1).

LAVATORY/SINK - SEE PLUMBING DRAWINGS.

TOILET - SEE PLUMBING DRAWINGS.
SOAP DISPENSER (TBA-2).

PAPER TOWEL DISPENSER (TBA-3).
42" GRAB BAR (TBA-4).

36" GRAB BAR (TBA-5).

TOILET PARTITION - SEE SPECIFICATION ALTERNATE #1.

EXTG. WINDOWS TO REMAIN.
TOILET PAPER DISPENSER (TBA-6).
DOOR - SEE PLAN & DOOR SCHEDULE.

SHOWER CURTAIN & ROD (TBA-7).

TOILET / URINAL - SEE PLUMBING DRAWINGS.

URINAL - SEE PLUMBING DRAWINGS.

JANITOR FLOOR SINK - SEE PLUMBING DRAWINGS.

MOP HOLDER (TBA-8).

2X2 THICK-SET CURVED CERAMIC TILE BASE.

12" DEEP PLASTIC LAMINATE SHELVING STORAGE UNITS W/ 1" THICK

ADJUSTABLE MELAMINE SHELVES.

NEW RADIANT HEATER - SEE MECHANICAL DRAWINGS.

4" RUBBER BASE.

ADA FOLDING SHOWER SEAT (TBA-9).

15X15X3' LOCKERS - REFER TO DETAIL A4/AE-301.

ADA HAND-HELD SHOWER HEAD - SEE PLUMBING DRAWINGS.

SHOWER HEAD - SEE PLUMBING DRAWINGS.

2" DEEP TRENCH DRAIN -REFER TO DETAIL A4/AE-501.

SHOWER DRAIN - SEE PLUMBING DRAWINGS.

FOLDING CHANGING SEAT WITH PADDED CUSHION (TBA-10).

NEW RADIANT HEATER - SEE MECHANICAL DRAWINGS.

CONCRETE BASE.

PAINTED GYP. BD FINISH - SEE FINISH SCHEDULE.

LIGHT FIXTURES - SEE ELECTRICAL DRAWINGS.

4X4 THICK-SET FULL HEIGHT CERAMIC TILE OVER GREEN BD. - SEE

SPEC.
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2 3 4 5
EXTG. TRANSLUCENT
WINDOW SYSTEM TO REMAIN SCOTT P. EVANS
BRICK / & ASSOCIATES P.C.
BEYOND ( EXTG. PRECAST CONCRETE
\ SILL TO REMAIN 4 )
THIN-SET CERAMIC TILE ON D
TOP OF EXTG. PRECAST
CONCRETE WINDOW SILL
// ; T T
|
D | ~— 5 & J
: : 108 WEST CENTER STREET
| = WALL WITH 1%" 20 BOUNTIFUL, UTAH 84010
GA. METAL STUDS
: : AT 16" 0.C. WITH 54 801.298.1368 (PHONE)
TYPE "X" GYP. BD. 801.298.2192 (FAX)
. ONE SIDE
o _ E-MAIL:
o info@spe-architect.com
! WEB:
| www.spe-architect.com
T
|
|
| o THIN SET CERAMIC ]
TILE - SEE PLAN
| SCOTT PAUL
- 5/ NEW MECH. UNIT - EVANS
 —HH WALL WITH 1%" 20 NEW 22 GA. G.I. COUNTERFLASHING SEE MECH THRESHOLD MUST
L GA. METAL STUD? UNDER LIP OF NEW MECHANICAL UNIT : MEET ADA REQUIREMENTS
AT 16" O.C. WITH %'
| TYPE "X" GYP. BD. | ,
| ONE SIDE NEW GRANULE SURFACED ————— STRAP NEW CURB W/ 2" WIDE X 16
I SBS FLASHING 7 - / GA. METAL STRAP. (2) PER SIDE.
o — NAILED W/ 8D NAILS @ 3" O.C.
ol NEW FIBER CANT PROFESSIONAL SEAL
T MASONRY WALL NEW TYPE VI FELT ~__
TO REMAIN : LINE OF WALL BEYOND
I z NEW WOOD CURB AS
NEW 4 PLY BUILT UP = :
. ROOFING W/ GRAVEL TIE S 5 REQD. FOR MIN. HEIGHT TILE - SEE FINISH SCHEDULE CONSULTANTS
| INTO EXTG. ROOF - REFER ©
C ol H T0 DETAIL DI/AE.601 3 " /—MARBLE THRESHOLD MECHANICAL ENGINEER
c o L 7 INSTALL DUCT WORK - 4 1 c VBFA
I| |I[ A\ I . ' A AN SgixE%ZAN'CAL j‘y ELECTRICAL ENGINEER
THOMAS AND KOLKMAN ENGINEERING
O SLOPE 2%
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< / EEEY4 T T AL T T
\ﬁ [ NEW BLOCKING AS
THICK-SET CERAMIC MOSAIC X REQUIRED
TILE SYSTEM SLOPE TO DRAIN
AS INDICATED EXTG. T&G DECK - CUT OPEN FOR
1 NEW MECHANICAL UNIT - REFER TO
MECHANICAL DRAWINGS
C 1 SCALE 3" = 1'-0" 0 3" 6" 9" C2 SCALE 3" = 1-0" 0 3" 6" 9" C3 SCALE 6" = 1'-0" 0 1" 2" 3" 4"
= ]
SOUND RATED WALL WITH 6" 20 GA. METAL STUDS @ 16" O.C. m |_
WITH %" GREEN BD. EACH SIDE - EXTEND FROM FLOOR TO
DECK ABOVE - SEAL TIGHT AROUND ANY PENETRATIONS AND < | | |
SEAL TIGHT TO DECK ABOVE - PROVIDE 3" SOUND |
ATTENUATION BLANKET BETWEEN STUDS AND %" RESILIENT : —J —
CHANNELS AT 16" O.C. UNDER GYP. BD. ON ONE SIDE OF STUD — | | |
ONLY - CAULK PERIMETER WITH ACOUSTICAL CAULK (D O D HJJ
o
NEW SKYLIGHT BEYOND - NEW SUSPENDED 5/8" GYP. BD. |— X <
ALTERNATE #1 REFER TO DETAIL B1/AE-501 - CEILING - REFER TO REFLECTED | O — O
) ALTERNATE #1 - SEE SPEC.
EXTG. ROOF TO REMAIN SEE SPEC. #1- SEE SPEC gfél_cﬁggkﬁr\[l)g AV'VEI%';ASN'CAL' < D E n g
MAINTAIN EXTG. ROOFING —
WARRANTY IF ANY Z m I | I < T
EXTG. GLB TO < <
REMAIN (TYP.)  \ 3-5/8" 20 GA. METAL O O m S -
STUDS @ 16" O.C. e )
B \ U 7 B |— 2 = =
) ¥ / Y 2T
A ] | / < O < L
. THIN-SET CERAMIC —— 11! | Z < L L_IIJ
: L 2 | | TILE - SEE PLAN \ | | e O o
EXTG. MASONRY WALLS TO—— | _——EXTG. MASONRY WALLS TO | | o
REMAIN / || | REMAIN | | I I ™
£ || | | | |
] —— WALL WITH 3%" 20 GA. METAL 5/8" GREEN BD. EACH | | |
1 STUDS AT 16" O.C. WITH %" TYPE SIDE ]! | NEW 15X15X3' WALL BEYOND I_
WALL WITH 1%" 20 GA. METAL—— T EXTG. WINDOW / || | "X" GYP. BD. ONE SIDE - EXTEND | | LOCKERS - SEE PLAN & _I
STUDS AT 16" O.C. WITH %" TYPE TO REMAIN PAINTED GYP. | TO 6" ABOVE CEILING | | ELEVATIONS
"X" GYP. BD. ONE SIDE - WITH AE-501 1 BD. WALL || | WALL BEYONDK | | )
THIN -SET CERAMIC TILE || | N | |
| | WALL WITH 1%" 20 GA. METAL ~ =
\ o CERAMIC TILE X STUDS AT 16" O.C. WITH %" TYPE IR | THIN-SET CERAMIC
PAINTED GYP ——" "X" GYP. BD. ONE SIDE - WITH | | MOSAIC TILE UP
— : = | BASE - ALL SIDES
/_ BD. WALL . THICK -SET CERAMIC TILE | |
< ' || | | | |
|| | THICK SET CERAMIC — | | — THICK SET CERAMIC
| | | MOSAIC TILE - SLOPE < MOSAIC TILE - SLOPE
ggvdvl%TTévFﬁTgFE{;éEgﬂé?rye \ / d lbe > | TO DRAIN AS | | | d TO DRAIN AS
- / CERAMIC TILE INDICATED - < INDICATED
DRAWINGS CERAMIC TILE / my | _— NEW HOT WATER RADIATION c | | /
/ = | CONVECTOR - SEE PLUMBING “ | | m v / 11728705 CONSTRUCTION DOCUMENTS
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A A | COPYRIGHT:
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SHEET TITLE
S NEW 4" CONCRETE SLAB ON NEW NEW 4" CONCRETE SLAB ON NEW
EXTG. FLOOR 4" OF GRAVEL - PROVIDE THICK 4" OF GRAVEL - PROVIDE THICK SECTION / DETAILS
SLAB TO REMAIN SET CERAMIC MOSAIC TILE n \ 1 = SET CERAMIC MOSAIC TILE
SYSTEM SLOPE TO DRAIN AS o ey SYSTEM SLOPE TO DRAIN AS
INDICATED. INDICATED.
X (o
AE-501
EXTG. CHASE TO REMAIN - A/ U

SECTION REFER TO DETAIL INDICTED LOCKER BASE DETAIL
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B

CERAMIC TILE -
SEE PLAN

5/8" GREEN BD. -
SEE SPEC. - ONE
SIDE ONLY

D1

1 2
COMPLETELY REMOVE
GRAVEL IN AREA OF PATCH
PRIME EXTG. MEMBRANE
EXTG. 4 PLY B.U.R.
4'-0" MIN. ROOFING SYSTEM TO
REMAIN
LINE OF NEW CURB - TIE IN——¢ NEW 4 PLY B.U.R. WITH
MUST BE MIN OF 4-0" TOTAL GRAVEL (PATCH)
#—— 12" MIN. e "TYP.—A—9" TYP.—# —F "TYP.—
0025
DOQDOMWOC@ OO00c000ohc00Eb 03000 00000000 6O 00000
\\ // D
EXTG. ROOFING v EXTG. T&G DECK
INSULATION TO TO REMAIN
REMAIN
SCALE 1 1/2" = 1'-0" 0 1/2" 1’ 11/2'
e —

NEW DOUBLE DOME SKYLIGHT

(CLEAR/TRANSLUCENT) - SEE
SPECIFICATION - TYPICAL ALL NEW

SKYLIGHTS

NEW 22 GA. G.I. COUNTERFLASHING

UNDER LIP OF SKYDOME

NEW GRANULE SURFACED SBS

FLASHING
NEW FIBER CANT

NEW TYPE VI FELT

WARRANTY IF ANY

MAINTAIN EXTG. ROOF

NEW NAILERS/SPACERS TO ALLOW
CURB TO BE OF MIN. OF 8" FOR TOP
OF CURB TO NEW ROOF SURFACE

NEW 4 PLY BUILT UP NEW BLOCKING
ROOFING W/ GRAVEL TIE

INTO EXTG. ROOF - REFER f

TO DETAIL D1/AE-501 OO %

g NEW SKYLIGHT - REFER TO

) NEW STRUCTURAL FRAMING

] —

5/8" GYP. BD. TYPE X

EXTG. T&G DECK - CUT OPEN FOR
REFLECTED CEILING PLAN FOR \

7

% 8" MIN.

Seleesed

AN N (PAINT) AN N
EXTG.GLBTO —F—
REMAIN
MUD IN CORNER MOLDING\
N NEW SUSPENDED HARD
NEW SUSPENDED HARD
e o N y / REFLEGTED GEILIG PLAN
\—EXTG. WINDOW SYSTEM TO REMAIN /
ALTERNATE #1
SKYLIGHT DETAIL
B 1 SCALE 1 1/2"=1'-0" 0 1/2' 1 11/2'
e ——

THIN-SET

3" S.AB.

— 5/8" GYPSUM BOARD (TYPE
"X") ONE SIDE ONLY

3-5/8" 20 GA. METAL STUDS
@ 16" O.C.

CAULK BOTH SIDES (TYP.)
- SEE SPEC.

16 GA. METAL FRAME W/3
ANCHORS PER JAMB (TYP.) -

DOOR - SEE DOOR SCHEDULE

V)
4

AT

DOOR JAMB (HEAD SIM.)

SCALE 3"=1'-0"

A2

EXISTING CMU WALL AND
OPENING ON DOOR 105

EXISTING CMU WALL

L

SAWCUT AS REQUIRED ON
DOOCR 101 & 103

CAULK BOTH SIDES - SEE
f SPEC. (TYP.)

16 GA. METAL FRAME W/ 3
ANCHORS PER JAMB (TYP.)

DOOR - SEE DOOR

SCHEDULE

DOOR JAMB DETAIL
(HEAD SIM.)
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O 3"

6" gll

3 4 5
SOUND RATED WALL WITH 6" 20 GA. METAL STUDS @ 16 SCOTT P. EVANS
0.C. WITH %" GREEN BD. EACH SIDE - EXTEND FROM
FLOOR TO DECK ABOVE - SEAL TIGHT AROUND ANY ARCHITECT
PENETRATIONS AND SEAL TIGHT TO DECK ABOVE -
PROVIDE 3" SOUND ATTENUATION BLANKET BETWEEN NEW 4" CONCRETE SLAB ON NEW 4" OF & ASSOCIATES P.C.
STUDS AND %" RESILIENT CHANNELS AT 16" O.C. UNDER GRAVEL - PROVIDE THICK-SET CERAMIC
GYP. BD. ON ONE SIDE OF STUD ONLY - CAULK PERIMETER MOSAIC TILE SYSTEM SLOPE TO DRAIN AS Ve ™\
WITH ACOUSTICAL CAULK INDICATED D
#3 @ 12" 0.C. 6'-0" #3 @ 12" 0.C. 6™-0" D
LONG LONG
#3 @ 12" O.C. —— #3@ 12" O.C. U
T T ¢ ~ J
6" 16" D
\ | ! g/ 108 WEST CENTER STREET
. I i\ BOUNTIFUL, UTAH 84010
" v . 1 y AR ) 2 - VA /.
4 > e s L /o 4 ] i / / , 801.298.1368 (PHONE)
- s ae AN . il — e N\ & M 801.298.2192 (FAX)
e e o V e==== e S R E-MAIL:
\ \ SRR K info@spe-architect.com
9/16" X 22 GAUGE VERCOR 9/16" X 22 GAUGE VERCOR 2OSOSOSOL
NON-COMPOSITE METAL NON-COMPOSITE METAL WEB:
FORM DECK - PROVIDE TEMP. FORM DECK - PROVIDE TEMP. www.spe-architect.com
SHORING SHORING
EXTG. REINFORCING EXTG. REINFORCING EXTG. REINFORCING
TO REMAIN TO REMAIN TO REMAIN
SCOTT PAUL
EVANS
/ / EXTG. EARTH
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REMAIN - REFER TO REMAIN - REFER TO
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DRAWINGS DRAWINGS
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c VBFA
£ A\ ELECTRICAL ENGINEER
s —/ THOMAS AND KOLKMAN ENGINEERING
EXTG. FOUNDATION WALLS J EXTG. FOUNDATION WALLS
FOOTING TO REMAIN & FOOTING TO REMAIN &
GROUND SLAB GROUND SLAB
C3 SCALE 1 1/2" = 1-0" 0 1/2' 1 11/2
e ———
5/8" GREEN BOARD - m I
SEE SPEC. - BOTH THIN-SET | | |
SIDES CERAMIC TILE <
$ EXTG. CONCRETE | —
3-5/8" 20 GA. METAL B BEAM TO REMAIN : — I | I -
STUDS @ 16" O.C. N T LLl
1R OV A w
| | 0 (o9
CERAMIC TILE - I | Bl NEW HOT WATER RADIATION NEED TO BE THICK-SET ' - — g
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N ! | | | THICK SET CERAMIC (o0
DRAWINGS. |
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\T\ | | < <C
8" TRENCH DRAIN \ | | \ |
~ S E
REFER TO DETAIL 1 | 1l IH < X | —_— )
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7 \ J/ WITH VAPOR — 2 0 —
i i i i || AN [ | BARRIER - SEE SPEC. < m b T
e N = 4 ! % e I . 3 | O Lj Ll
o 100-0 100-0 5/8" GREEN BOARD - Z < .
I I I — NEW 4" CONCRETE SLAB SEE SPEC. O o
ON NEW 4" OF GRAVEL - DIM. - — o
N i /| PROVIDE THICK-SET ; I I m o
/ | 7 CERAMIC MOSAIC TILE <
NEW 4" CONCRETE™ THICK-SET CERAMIC MOSAIC——/ SYSTEM SLOPE TO $ | | |
FLOOR SLAB TILE SYSTEM SLOPE TO DRAIN DRAIN AS INDICATED. 5 = |_ |
AS INDICATED N
@o9-11172" 99'-11 1/2% :
TRENCH DETAIL o5 |
B3 — = = = = m 999 112" I |
EXTG. TRANSLUCENT
AE-501 8" WIDE | | WINDOW SYSTEM TO
TRENCH | : REMAIN
4'_4" = |
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ADA REQUIREMENTS BEYOND FIT INTO EXTG.
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1 | 2 5
WALLS
ROOM FLOOR BASE NORTH EAST SOUTH WEST CEILING REMARKS
NUMBER NAME MATERIAL FINISH MATERIAL FINISH MATERIAL FINISH MATERIAL FINISH MATERIAL FINISH HEIGHT
101 Men's Ceramic Tile Ceramic Tile Ceramic Tile None Ceramic Tile None Ceramic Tile None Ceramic Tile None Gyp. Bd. Paint g-2"
102 Women'’s Ceramic Tile Ceramic Tile Ceramic Tile None Ceramic Tile None Ceramic Tile None Ceramic Tile None Gyp. Bd. Paint g-2"
105 Vest. Concrete Rubber Gyp. Bd. Paint Gyp. Bd. Paint Extg. CMU Paint Extg. CMU Paint Gyp. Bd. Paint g-0"
104 Vest. Concrete Rubber Gyp. Bd. Paint Gyp. Bd. Paint Extg. CMU Paint Extg. CMU Paint Gyp. Bd. Paint g-0"
105 Janitor Concrete Rubber Ceramic Tile/Gyp. Bd. | None/Paint Extg. CMU Paint Extg. CMU Paint Ceramic Tile/Gyp. Bd. | None/Paint Gyp. Bd. Paint g-0"
106 Office Extg. Rubber on West wall | Extg. Extg. Extg. Extg. Extg. Extg. Gyp. Bd. Paint to match Extg. Extg. Extg.
« SCALE 1/4" = 10" ' SCALE 1/4" = 1'-0"
Z |DOOR FRAME/OPENING SIGNAGE | £ | REMARKS 0o 2 & ¢ o :
e —————
=
@ SIZE vee | waterial | tager | Fiish TYPE | MATERIAL | HEAD JAMB(R) JAMB(L) THRESHOLD %
DETAIL DETAIL DETAIL DETAIL
WIDTH | HGT | THK ” ” 30" 30"
101 3-0" 7-0" [ 1-3/4] B SC Wood None Transparent | A Hollow Metal | A2/AE-501 | A2/AE-501 | A2/AE-501 SEE SPEC. H-2 ;H 3-0" f
102 3-0" 7-0" [ 1-3/4] A SC Wood None Transparent | A Hollow Metal | A1/AE-501 A /AE-501 A /AE-501 A3 /AE-501 H-1 With 24x16 air grille 3 \\ /’
103 3-0" 7-0" [ 1-3/4] A SC Wood None Transparent | A Hollow Metal | A2/AE-501 | A2/AE-501 | A2/AE-501 SEE SPEC. H-1 With 24x16 air grille ¥§'\%'6%%%%ER
104 3-0" | 7-0" | 1-3/4]A | SC Wood None | Transparent | A | Hollow Metal | A1/AE-501 | AT/AE-501 | AT/AE-501 | A3/AE-501 H-1 With 24x16 air grill oW NETAL \ o . < <
105 3-0" 7-0" [ 1-3/4] A SC Wood None Transparent | A Hollow Metal | A2/AE-501 | A2/AE-501 | A2/AE-501 SEE SPEC. H-1 With 24x16 air grille 2 (PAINTED) (N
E EXISTING DODRS TO REMAIN fj: | AIR GRILLE
"A" "B"
o "A"
1 2 5
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POSITIVE PRESSURE DUCT - RISE

POSITIVE PRESSURE DUCT — DROP

NEGATIVE PRESSURE DUCT - RISE

NEGATIVE PRESSURE DUCT — DROP

ROUND DUCT - RISE

ROUND DUCT — DROP

UNDER FLOOR DUCT

TURNING VANES

FRESH AR LOUVER

RELIEF AIR OR EXHAUST AIR LOUVER

CEILING SUPPLY DIFFUSER

CEILING RETURN REGISTER

CEILING EXHAUST REGISTER,

=~

&BALANCE TO MATCH SUPPLY IF

ETURN CFM IS NOT SHOWN)

SIDEWALL SUPPLY REGISTER
SIDEWALL EXHAUST OR
RETURN REGISTER

CEILING SUPPLY DIFFUSER
WITH FLEXIBLE DUCT

TOP FIGURES INDICATE

> NECK SIZE. BOTTOM
FIGURE INDICATES CFM.

LEGEND OF MECHANICAL SYMBOLS AND ABBREVIATIONS

NRS GATE VALVE
WITH SUPERVISION
FLOW SWITCH
HOSE VALVE
ROOF DRAIN

ROOF DRAIN OVERFLOW

CLEAN-OUT

FLOOR CLEAN-OUT OR
CLEAN-OUT TO GRADE

VENT THRU ROOF
DOMESTIC COLD WATER

DOMESTIC HOT WATER

DOMESTIC RECIRCULATING HOT WATER
SEWER (BELOW GRADE)

SEWER (ABOVE GRADE)

VENT (SEWER)

PLUMBING FIXTURES

POINT OF CONNECTION

SECTION TAG — TOP FIGURE IS SECTION NO.

BOTTOM FIGURE IS SHEET NO.

DETAIL TAG — TOP FIGURE IS DETAIL NO.
BOTTOM FIGURE IS SHEET NO.
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CEILING RETURN AIR GRILLE
W/ SOUND BOOT ~

LINEAR DIFFUSER WITH PLENUM
AND FLEXIBLE DUCT CONNECTION.
NO. OF SLOTS ON TOP, ACTIVE
LENGTH AND CFM ON BOTTOM

FLEXIBLE DUCT CONNECTION
FLEXIBLE DUCT

FAN

RECTANGULAR DUCT WITH NET INSIDE
DIMENSIONS SHOWN IN INCHES.

ROUND DUCT WITH NET INSIDE DIMENSIONS
SHOWN IN INCHES.

INCLINED RISE WITH RESPECT TO AR FLOW
15 NOMINAL INCLINE WITH

INCLINED DROP RADIUS TURNS=DEPTH OF DUCT.

R/W=1. ROUND DUCT SIMILAR TO RECTANGULAR

RECTANGULAR TO RECTANGULAR OR ROUND TO ROUND
DUCT TRANSFORMATION MAXIMUM 15" INCLUDED ANGLE
EXCEPT WHERE SHOWN OTHERWISE.

RECTANGULAR TO ROUND DUCT TRANSFORMATION

BRANCH DUCT SPLIT WITH 6" WIDTH AND MIN.
R=WIDTH OF BRANCH DUCT DOWNSTREAM.
ELBOW TURNING VANE OPTIONAL.

TAP ENTRY AREA EQUALS 150% OF BRANCH AREA

MANUAL VOLUME DAMPER

FIRE DAMPER IN DUCT, W/ ACCESS PANEL REQD.

COMBINATION FIRE/SMOKE DAMPER
W/ ACCESS PANEL

SMOKE DAMPER W/ ACCESS PANEL

ATC DAMPER

ACCESS PANEL IN DUCT OR PLENUM

HEATING OR COOLING COIL IN DUCT

SINGLE DUCT AIR TERMINAL BOX VARIABLE
OR CONSTANT VOLUME. MIN. 1-1/2 TERMINAL
INLET SIZE STRAIGHT DUCT AT TERMINAL INLET.

4 4-WAY BLOW PATTERN p FLOW SWITCH 25,
X 3-WAY BLOW PATTERN Ow PRESSURE SWITCH 5
X 2-WAY BLOW PATTERN [RPBP | gi%ﬂgfgwplsgggsgm o
W/ DRAIN PAN
X 2-WAY BLOW PATTERN 2 PRESSURE REDUCING, SELF CONTAINED VALVE RD
X 1-WAY BLOW PATTERN L PRESSURE REDUCING, EXTERNAL PRESSURE VALVE RDO
. oW A g —Bof— | RHRELE R LA I ey —
MPC MEDIUM PRESSURE CONDENSATE T~ CHECK VALVE —_—
Hpe HIGH PRESSURE. CONDENSATE —] ID_ MOTOR OPERATED BUTTERFLY VALVE o VIR
LPS LOW PRESSURE STEAM — GAS COCK -
VPS MEDIUM PRESSURE STEAM 7§_ RELIEF VALVE --
HPS HIGH PRESSURE STEAM < GATE VALVE ---
v VACUUM T2 ATC VALVE — 2 WAY -
oo PUMPED CONDENSATE 9{%— ATC VALVE - 3 WAY
MU MAKE UP WATER < GLOBE VALVE
6 NATURAL GAS =0 FLOW CONTROL VALVE P17
—— (E)name EXISTING PIPING = CALIBRATED BALANCING VALVE S
CHIS CHILLED WATER SUPPLY | |_= SHUT-OFF COCK FOR USE WITH PRESSURE GAUGE a
\Wi-Y
CHIR CHILLED WATER RETURN S PUMP
cs CONDENSER WATER SUPPLY R FLEXIBLE CONNECTION @
R CONDENSER WATER RETURN — FLOW METER @/
HYS HEATING HOT WATER SUPPLY — 90" ELBOW ¢
HUR HEATING HOT WATER RETURN ( 45" ELBOW
GHR GLYCOL HEAT RECOVERY PIPING ™ REDUCER
———G(NAVE) GLYCOL PIPING SOLUTION S CONCENTRIC REDUCER
PG LIQUIFIED PETROLEUM GAS —~ ECCENTRIC REDUCER
== (NAVE) —se—— EXISTING PIPING TO BE REMOVED V h%TS%R%-IESRTE %ﬁ%ﬂﬁ& |I38L O%}OETPI-}/S L%’ DPRSA(I)IYI *
RL REFRIGERANT LIQUID % THERMOMETER 0-100F
RS REFRIGERANT SUCTION Q) THERMOSTAT
HG HOT GAS @N NIGHT THERMOSTAT
_&_ SOLENOID VALVE S) SENSOR
I EXPANSION JOINT Y gl%m KTET/TPFF%TE:R;LC?SATL ﬁCC THERMOSTATIC
— ALIGNMENT GUIDE & DUCT SMOKE DETECTOR
S 3¢ DEMOLITION - ARROW INDICATES DIRECTION OF FLOW IN PIPE
3 PRESSURE GAUGE WITH SHUT-OFF COCK DN LEADER INDICATES DOWNWARD SLOPE
% PRESSURE GAUGE WITH PIGTAIL ¢ PIPE INTO PLANE
— FLANGE —_ PIPE OUT OF PLANE
) UNION L PIPE BRANCH — IN TO PLANE
PU 1| LB/ FLOW METER ORIFICE L PIPE BRANCH — OUT OF PLANE
é | AR VENT-MANUAL | PIPE BRANCH — IN PLANE
é | AR VENT-AUTO

EQUIPMENT IDENTIFICATION

KEYED NOTE IDENTIFICATION

ANCHOR

UTAH NATIONAL GUARD
LEHI ARMORY TOILET
ROOM REMODEL
300 EAST MAIN STREET
LEHI, UTAH 84043

11-28-05 |CONSTRUCTION DOCUMENTS

MARK | DATE |DESCRIPTION

OWNER PROJECT NO:

ARCH. PROJECT NO: 05-18

CAD DWG FILE: ME-000.DWG

DRAWN BY: DL

CHECKED BY: JM

DESIGNED BY: JM

COPYRIGHT:
SCOTT P. EVANS ARCHITECT - 2005

SHEET TITLE

MECHANICAL LEGEND

| ME-000




M:\4200\4245 Lehi Armory\_Mechanical\4245me101.dwg, 11/29/2005 1:34:06 PM, Doug

ey

S - —DCW-———

D

=g 4]

e XDOWNe — =Y = — e — = K — = e — K = Ko — = K — = — — — | —
A 341X A S, S A g Jy AR Yo s
e~ S<HI CO
548
NORTH
0 2' 4 8'
e
2 3

-4 -
I><
188§
A1)}2EMOLITION PLAN
1

@

P QL .

5

KEYED NOTES

REMOVE WASTE AND DOMESTIC COLD WATER PIPING IN THIS AREA
BACK TO MAINS IN CRAWL SPACE AND CAP UNLESS OTHERWISE
INDICATED.

REMOVE DOMESTIC HOT WATER PIPING SERVING FIXTURES IN THIS
AREA AS WELL AS HOT WATER MAIN LINE BACK TO WATER HEATER.

EXISTING 2° WASTE LINE TO REMAIN.

DISCONNECT STEAM AND CONDENSATE PIPING FROM RADIATOR AND
REMOVE BACK TO MAINS.

REMOVE DOMESTIC HOT AND COLD WATER PIPING BACK TO KITCHEN
SINK.

REMOVE COLD WATER CONNECTION TO WATER HEATER. EXISTING
WATER HEATER TO REMAIN.

NEW HOT WATER RADIATION CONVECTOR: TRANE FK, 38"Hx50"Lx8"W,
11.9 MBH AT 200°F EWT, 65°F EAT, 20°F WATER TEMP. DROP, 1.2
GPM. WITH MANUAL TEMPERATURE CONTROL DAMPER, COLOR TO BE
DETERMINED BY ARCHITECT.

EXHAUST FAN ON ROOF.
EXISTING PIPING IN CRAWL SPACE.
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PLUMBING SYMBOLS AND ABBREVIATIONS

LINE TYPE ABBREYV. DESCRIPTION
. - CwW COLD WATER
—_——— e ———— HW HOT WATER
— — — —-——— | REC. HW | RECIRCULATING HOT WATER
_— - T REC. THW | RECIRCULATING TEMPERED HOT WATER
T THW | TEMPERED HOT WATER (100°)
G G GAS
SW SW SOFT WATER
-------- V e Vv VENT
————————— 0 VIR VTR VENT THRU ROOF
———————— AV ———————- AV ACID VENT
————————— O AVTR AVTR | ACID VENT THRU ROOF
w WASTE (BELOW GRADE)
w WASTE (ABOVE GRADE)
RD RD ROOF DRAIN
S PRV PRESSURE REDUCING VALVE
{ @ CARCER, DAL VVE 2 & SIHLER
& SMALLER
STRAINER W/BLOW DOWN VALVE
T BALANCING COCK
[l UNION
N CHECK VALVE
H«l WCO | WALL CLEANOUT
— —& Fco FCO | FLOOR CLEANOUT
— ——¢ coT6 COTG | CLEANOUT TO GRADE
AW AW ACID WASTE
________ ) R — SD STORM DRAIN
ECW ECW | EXISTING COLD WATER
EW EW EXISTING WASTE
ERDO ERDO | EXISTING ROOF DRAIN OVERFLOW
f/C—)\‘ RD ROOF DRAIN OR
-/ RDO ROOF DRAIN OVERFLOW
RDO RDO ROOF DRAIN OVERFLOW
@ fD FD FLOOR DRAIN
D POC POINT OF CONNECTION

ROOFING—\

=

R il
N o __—FLASHING
12” l
é MIN_|
/

-/
ROOF DECK

SEALANT
/ STAINLESS STEEL
— / CLAMP

mVI;: NT THRU ROOF FLASHING & SLEEVING DETAIL
NO S

ME-501

CALE

EXPANSION TANK 7

THERMOMETER (50°-2007)—-
PRESSURE AND TEMPj

RELIEF VALVE FULL
CAP OF HEATER

FULL SIZE DRAIN—

LINE TO NEAREST
FLOOR DRAIN

EXISTING WATER—" |

HEATER

(5 \GAS FIRED HOT WATER HEATER

5T

HOT WATER TO SYSTEM—| \COLD WATER IE%(I)I%A PRV

7

T

(an)}

rd

PUMP

SYSTEM

AQUAST

CIRCUIT —— GATE VALVE
SETIER |

‘ ||

o

\—HOT WATER

% RECIRCULATING
T

/

AN

SHUT OFF COCK

ETAIL

CHECK VALVE (TYP)

DOME EXHAUST FAN
W/BIRD SCREEN

— \

/ \ ROOF MEMBRANE
COUNTERFLAR / CANT STRIP
ROOF CURB - e
INSULATION— ] 8" MIN.
BAVPER | ATTACHED =S | Z__DECK
70 CURB | —— EXHAUST DUCT SEE
GRAVITY” BACKDRAFT BLANS “FOR SIZE

EXHAUST FAN DETAIL

ME-501 /NO SCALE

BRANCH WATER LINE SCHEDULE

FIXTURE QUANTITY OF FIXTURES SERVED BY

FIXTURE UNITS

1/ | 34 | |- -1 | 2

WATER CLOSET
(FLUSH VALVE) 10 manll Bl 3 5 15
WATER CLOSET
(TANK TYPE) 3 tl 2 | 4 | 10 oo
URINAL 5 — | 1 2 6 10 30
LAVATORY 2 1 3 6 15 25 | ———
SERVICE SINK 4 1 3 6 | ——— | ——— | ——
QUANTITY OF FIXTURE |
UNITS SERVED BY 3 6 12 30 50 | 150

NOTE:

WHERE PIPING IS SIZED ON DRAWINGS IT SHALL BE FOLLOWED. OTHERWISE INSTALL
ACCORDING TO TABLE. WHERE FIXTURES ON A BRANCH ARE MIXED. TAKE THE SUM OF
FIXTURE UNITS TO DETERMINE SIZING. THE BRANCHES SHALL BE REDUCED AS THE LOAD
IS TAKEN OFF. MINIMUM SIZE TO ONE (1) FIXTURE SHALL BE 1/2".

PD-014

ME-501 /NO SCALE

COUNTERSUNK SCREW BRASS CLEANOUT PLUG
AND FERRULE
ACCESS COVER AND FRAME.
TOP_OF COVER SHALL BE FINRAED
FLUSH W/TOP OF FLOOR

1/8 BEND LO/ —BALANCE OF PIPING
SAME AS CLEANOUT
TO GRADE.

0 P [ 3———— WASTE PIPING

1/8 BEND IF CLEANOUT
CCURS AT END OF LINE

/"% \FLOOR CLEANOUT DETAIL
ME-501 /NO SCALE

WALL MAY EXTEND AS A
\ / WASTE OR VENT
CHROME WALL COVER
AND SCREW\E

FINISHED FLOOR
CLEANOUT TEE /

1/8" BEND

Lo

BALANCE OF PIPING
SAME AS FLOOR
CLEANOUT

/5 \WALL CLEANOUT DETAIL
ME-501 /NO SCALE
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PLUMBING FIXTURE SCHEDULE
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CwW Hivy Wy e
SYMBOL FIXTURE (N (N (N (N REMARKS
WWC-1 WATER CLOSET 1 -- 4 2 FLOOR MOUNTED, FLUSH WV ALVE, 1.6 GPF, VITREOUS CHINA,
WC-2 WATER CLOSET 1 -- 4 2 FLOOR MOUNTED, FLUSH ¥ ALYE, ADA COMPLISNT, 1.6 GPF, W TREOUS CHINA,
-1 URINAL 31 -- 2 R WLl HUNG, W TREQUS CHINA, FLUSH VALYE
-2 URINAL 31 2 11 WALL HUNG, VTREOUS CHINA , FLUSH Y ALVE, ADA COMPLIANT
L-1 LAVATORY 142 142 1% R WaLL HUNG, V TREQUS CHINA, 4" O.C. FAUCET
SH1 SHOWER 142 142 2 11 SINGLE HANDLED, PRESSURE BALANCED, FIXED SHOWERS, FLOOR DRAIN W/CHROME PLATED STRAINER
SH2 SHOWER 142 142 2 R SINGLE HANDLED, PRESSURE BALANCED, HAND HELD SHOWER, &D4A COMPLIANT, FLOOR DR& IN WW/CHROME PLATED STRAINER
SH3 SHOWER 142 142 2 11 SINGLE HANDLED, PRESSURE BALANCED, FIXED SHOWERS, TRENCH DRAIN
SH4 SHOWER ‘ 142 2 R SINGLE HANDLED, PRESSURE BALANCED, HAND HELD SHOWER, ADA COMPLIANT, TRENCH DRAN
551 SERV ICE SINK 31 31 3 11 FLOOR MOUNTED CORNER MOP SINK
EWC-1 ELECTRIC WATER COOLER 142 -- 1% R WaLL MOUNTED, ADA COMPLIANT
SO-1 SHOWER DRA N -- -- 3 11 SHOWER DRAIN, CHROME PLATED DOME GRATE
FO-1 FLOOR DRAIN -- -- 2 R GENERAL USE, 6" DIA. NICKLE BRONZE STRAINER, CAST RON BODY
# MINIMUM UNDERGROUND PIPING SEETO BE 2",
DOMESTIC EXPANSION TANK SCHEDULE
M NUF TANK RELIEF Dla/ NPTM
AND SY STEM SZE | WORKING | WALVE HEGHT | FTTING
SYMBOL MODEL NO. LOCATION SERVED TYPE (GAL) FLUD (PSI) (N (N} REMARKS
DET-1 THERM-X-TROL ST-5-C MECHANICAL ROOM DOMESTIC HOT WATER Dl PHRAM 2.1 WATER 150 10/10.5 344
PUMP SCHEDULE
PUMP MOTOR SEE
M NUF. FLOW
AND SY STEM RATE HE&D WORKING | % PUMP LAvwiH
SYMBOL MODEL NO. LOCATION SERVED (GPM) (FT) FLUD | EFF. TYPE BHP WATTS RPM VOLT/PH (IN) REMARKS
RCP-1 B&G NBF-12UL W MECHANICAL ROOM DOMESTIC WATER 1 10 WATER | -- [ALL BRONZE NLINE 24-Feb 2500 Bx 5% 5 1
1. PROVIDE WTH AQUASTAT.
EXHAUST FAN SCHEDULE
FaN MOTOR
TOTAL |TOT. STATI]
M NUF ARFLOW | PRESSURE FAN
AND RATE CROP SPEED
SYMBOL MODEL NO. LOCATION SERVICE (CFM) (N H20) HP (RPM) VOLT/FH | REMARKS
EF-1 COOK 100 ACEB MEN'S 101 TOLET ROOM & JAN CLOSET 520 05 0.167 1509 1201
EF-2 COOK 80 ACEB WOMBEN'S 102 TOLET ROOM 440 05 0.167 1543 12041
4 5
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3 4 | 5

KEYED NOTES

EXTEND WASTE LINE THRU WALL BEFORE DROPPING BELOW FLOOR.

ALTERNATES

o |CE MACHINE CONDENSATE PUMPING SYSTEM: ALTERNATE SHALL INCLUDE ICE

MACHINE DISCHARGE PIPING TO PUMP, CONDENSATE PUMP AND 1/2" OVERHEAD
PIPING FROM CONDENSATE PUMP TO SINK.

DROP PIPING TO CRAWL SPACE AND EXTEND TO SINK.
NEW CONNECTION TO EXISTING COLD WATER PIPING.

REROUTE ROOF DRAIN PIPING THRU WALL AND RECONNECT TO PIPING
LEAVING BUILDING.

ROUTE PIPE TIGHT AGAINST WALL AND HIGH ENOUGH TO PASS JUST
BELOW STRUCTURE. PAINT PIPE PER ARCHITECT SPECIFICATION.

DROP PIPE BELOW COUNTER AND EXTEND THRU CABINET.

PROVIDE NEW TAIL PIECE TO SINK WITH CONDENSATE CONNECTION.
CONNECT ICE MACHINE WASTE LINE TO SINK TAIL PIECE.

CONNECT ICE MACHINE WASTE DISCHARGE TO PUMP PAN INLET.

P 0 © LR

CONDENSATE PUMP: LITTLE GIANT VCMA - 20 OUL VERTICAL TYPE
PUMP, 1/2 GALLON ABS TANK, 48 GPH AT 10 FT HEAD, 1/30 HP,
115V /1/60, 1.5 AMPS. PROVIDE CHECK VALVE IN VERTICAL PIPE.

(8)
(9)
P E— =
'AD SF:AlL_EBI\{l?ING PLAN o
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B | DESCRIPTION SEoit |vouts|puace) YT° |BREAKER Fums:)INA;;IE_fss,ZE A0 ocaion SYMBOL| MANUFACTURER | CATALOG NUMBER DESCRIPTION LAMP
F-1 |DAY-BRITE CD232W-120-1/2-EB101 4 FT, 2 LAMP CEILING MOUNTED FLUORESCENT WALL BRACKET 2F32T8/TL835
WP )
EF \] EXHAUST FAN A-le 2o | 1 | VeHP | IP-20A | E E | $wm | - %IEE‘;T ANTOR) WITH INJECTION MOLDED ACRYLIC PRISMATIC LENS, DOWNLIGHT
1 R ONLY, WHITE FINISH AND ONE 2 LAMP, 120 VOLT, <10% THD
EF \ | EXHAUST FAN A-l6 o I | lVeHP | P-204 | E E | s | - |OoNRoOOF ELECTRONIC BALLAST.
2 (WOMEN) SUTITABLE FOR CEILING MOUNT INSTALLATION.
RCP\| HOT WATER CIRCULATION PUMP B-19 2o ! 55 IP-15A E E | $m - |BOILER ROOM F-2 |COLUMBIA RO4-132-EBSLH-120 4 FT, 1 LAMP SURFACE MOUNTED FLUORESCENT FIXTURE WITH 1F3278/TL835
1 WATTS DAY-BRITE $J132-120-1/2-EB101 ACRYLIC PRISMATIC LENS AND ONE 1 LAMP, 120 VOLT, <10%
LIGHTOLIER JS4C132-120-H1 THD ELECTRONIC BALLAST
ﬁ - ﬁ;ﬁﬁ'ﬁﬁl %%Iﬂ%‘g%i LITHONIA CB-132-120-GEB10
- LSI INDUSTRIES |F12-132-A-SS010-120
METALUX CR232A-120-TEB81
F-3 | CAPRI CM8-F 126/32/42-U-H85 RECESSED COMPACT FLOURESCENT DOWNLIGHT WITH SPECULAR 1CFMR6W/35K
DMF LIGHTING | DHFH8-1261-D806 CLEAR LOW IRRIDESCENT ALZAK REFLECTOR, NOMINAL 8’
HALD 8037CCLN-7132BU DIAMETER APERATURE AND 120 VOLT <10% THD ELECTRONIC
LIGHTOLIER AF-126TRT-8AR-120-GEB10 BALLAST.
PORTFOLIO C7132E-7150L1
PRESCOLITE CFT832HEB-STF802H
F-4 |CAPRI CM8-F 126/32/42-U-H85SWR RECESSED COMPACT FLOURESCENT SHOWER LIGHT, WITH NOMINAL | 1CFM26W/35K
8’ DIAMETER APERATURE, OPAL POLYCARBONATE LENS, AND
120/277 UNIVERSAL VOLTAGE <107 THD ELECTRONIC BALLAST.
UL LISTED WET LOCATION *SHOWER LIGHT’.
5x A-26 A-26 £ £ A2 5 A-27
|
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GENERAL ELECTRICAL NOTES:
FOR ALL ELECTRICAL SHEETS

LOCATIONS OF EXISTING ELECTRICAL EQUIPMENT, LIGHTING, SWITCHES, QUTLETS,
BRANCH CIRCUIT WIRING, ETC, ARE BASED ON EXISTING BUILDING ELECTRICAL
DRAUWINGS AND FIELD OBSERVATION OF EXISTING SURFACE CONDITIONS. FIELD
VERIFY EXISTING LOCATIONS AND CIRCUITING AND IMMEDIATELY NOTIFY THE
ARCHITECT OF ANY DISCREPANCIES WHICH MAY ADVERSELY AFFECT
COMPLETION OF THE WORK

DEMOLITION PLAN 1S5 SHOUWN FOR CONTRACTORS REFERENCE ONLY. FIELD
VERIFY QUANTITIES AND LOCATIONS OF ALL EXISTING MATERIAL AND
EQUIPMENT TO BE REMOVED. REMOVE ALL ABANDONED CONDUIT WIRING,
BOXES, ETC, WHETHER SPECIFICALLY SHOUN OR NOT.

CONTRACTOR MAY USE EXISTING BRANCH CIRCUIT WIRING AND RACEWAYS
WHERE CONYENIENT TO CONNECT TO NEW ELECTRICAL DEVICES ONLY IF THE
EXISTING WIRING AND RACEWAYS ARE IN GOOD CONDITION AND MEET DIVISION
6 SPECIFICATION REQUIREMENTS FOR NEW WIRING AND RACEWAYS.

WHERE REMOVAL OF EXISTING ELECTRICAL EQUIPMENT INTERRUPTS EXISTING
BRANCH CIRCUITS OR FEEDERS TO EXISTING EQUIPMENT TO REMAIN, FURNISH
AND INSTALL NEW CONDUIT AND WIRING AS REQUIRED TO RECONNECT THE
EXISTING EQUIPMENT TO REMAIN.

ALL MATERIALS AND EQUIPMENT REMOVED SHALL REMAIN THE PROPERTY OF
THE OUNER AND SHALL BE TURNED OVER TO THE OUNER FOR STORAGE OR BE
DISPOSED OF BY THE CONTRACTOR AS DIRECTED BY THE OUNER.

. COORDINATE NEW FIXTURE LOCATIONS WITH ARCHITECT'S REFLECTED CEILING

PLAN, CEILING CONTRACTOR, BUILDING STRUCTURE, MECHANICAL EQUIPMENT ¢
DUCTWORK LOCATIONS, ETC.

COORDINATE MECHANICAL EQUIPMENT LOCATIONS WITH MECHANICAL PLANS
AND MECHANICAL CONTRACTOR

WHERE BRANCH CIRCUIT HOMERUNS INDICATE WIRE SIZES, THE BRANCH CIRCUIT
SHALL BE THAT SIZE WIRE THROUGHOUT, INCLUDING SWITCH LEGS, ETC.

TAKE ALL PRECAUTIONS NECESSARY TO AYOID DAMAGE TO THE EXISTING
BUILDING. REPAIR ALL DAMAGE INCURRED BY DEMOLITION AND NEW
CONSTRUCTION TO EXACTLY MATCH SURROUNDING SURFACES AND/OR
CONDITIONS WITHOUT ADDITIONAL COST TO THE OUNER COORDINATE REPAIRS
WITH THE GENERAL CONTRACTOR

DEMOLITION KEYED NOTES:
REMOVE EXISTING SURFACE MOUNTED FIXTURE INCLUDING ALL ABANDONED

WIRING, CONDUIT, BOXES, ETC..

REMOVE EXISTING SWITCH INCLUDING ALL ABANDONED WIRING, CONDUIT,

BOXES, ETC.

REMOVE EXISTING SWITCH AND RECEPTACLE COMBINATION INCLUDING ALL

ABANDONED WIRING, CONDUIT, BOXES, ETC..

REMOVE EXISTING SWITCH AND WIRING. RETAIN EXISTING OUTLET BOX AND

CONDUIT TO CEILING SPACE FOR INSTALLATION OF NEW SWITCH AND WIRING
AS SHOUN ON LIGHTING PLAN.

RETAIN EXISTING LIGHTING BRANCH CIRCUIT HOMERUN FOR CONNECTION TO

NEW LIGHTING AS SHOWN ON LIGHTING PLAN.

REMOVE EXISTING RECEPTACLE AND WIRING COMPLETE. ABANDON EXISTING

FLUSH OUTLET BOX AND CONCEALED CONDUIT IN PLACE TO BE COYERED
BY NEW WALL FINISH.

REMOVE EXISTING RECEPTACLE, WIRING, OUTLET BOX, AND CONDUIT AS

REQUIRED TO ALLOW WALL DEMOLITION FOR NEW DOOR.

INTERCEPT AND RECONNECT EXISTING BRANCH CIRCUIT INTERRUPTED BY

REMOVAL OF EXISTING RECEPTACLES. FIELD VERIFY REQUIREMENTS.

EXISTING RECEPTACLE TO REMAIN. SHOUN FOR REFERENCE ONLY.

REMOVE EXISTING SURFACE MOUNTED RECEPTACLE, WIRING, OUTLET BOX

EXTENSION, AND EXPOSED CONDUIT. EXISTING FLUSH OUTLET BOX IN
MASONRY WALL FOR ORIGINAL SWITCH 1S TO BE ABANDONED IN PLACE AND
COVERED BY NEW WALL FURRING. FIELD VERIFY EXISTING CIRCUIT.

REMOVE EXISTING S8URFACE MOUNTED RECEPTACLE, WIRING, CONDUIT, BOXES,

ETC.

REMOVE EXISTING SURFACE MOUNTED TELE/DATA OUTLET INCLUDING

CABLES TO EXISTING TELE/DATA TERMINAL.

REMOVE EXISTING TELE/DATA PULLBOX COMPLETE INCLUDING CABLES TO

EXISTING TELE/DATA TERMINAL AND CABLES TO EXISTING TELE/DATA
OUTLETS.

RETAIN EXISTING SURFACE RACEWAY STSTEM ACROSS HALLWAY FOR

REMOVE EXISTING SWITCH AND COVER FPLATE. RETAIN EXISTING OUTLET BOX

INSTALLATION OF NEW TELE/DATA CABLES.

AND WIRING FOR INSTALLATION OF NEW SWITCH AND COYERFLATE, SEE
LIGHTING PLAN.

LIGHTING KEYED NOTES:

CONNECT NEW LIGHTING TO EXISTING BRANCH CIRCUIT ABANDONED BY

DEMOLITION OF EXISTING LIGHTING.

PROVIDE NEW SWITCH IN EXISTING FLUSH OUTLET BOX AND CONNECT TO NEW

LIGHTING AS SHOUN.

NEW SKYLIGHT, SEE ARCHITECTURAL PLANS AND DETAILS.

PROVIDE NEW EXTENSION BOX FOR EXISTING SWITCH AS REQUIRED TO BE

FLUSH WITH NEW WALL FURRING. PROVIDE NEW SWITCH AND COVER PLATE
AND CONNECT TO EXISTING LIGHTING.
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SYMBOL LIST

SYMBOL DESCRIPTION

O NEW CEILING MOUNTED FIXTURE

O NEW FLUORESCENT FIXTURE

O NEW RECESSED FIXTURE

O EXISTING CEILING MOUNTED FIXTURE
[ 3 1 | EXISTING FLUORESCENT FIXTURE

$ NEW SINGLE POLE SWITCH

$e EXISTING SINGLE POLE SWITCH

@) NEW JUNCTION BOX

@ EXISTING JUNCTION BOX

& NEW DUPLEX RECEPTACLE

& NEW DOUBLE DUPLEX RECEPTACLE

Ecrl NEW RECEPTACLE WITH GROUND FAULT CIRCUIT INTERRUPTER

E-EuC NEW RECEPTACLE FOR ELECTRIC WATER COOLER

= EXISTING DUPLEX RECEPTACLE

< NEW TELEPHONE/DATA OUTLET

< EXISTING TELEPHONE/DATA OUTLET

C_— EXISTING POWER PANELBOARD, 120/240 VOLT, | PHASE
A-l32 NEW | PHASE, 3 WIRE HOMERUN INDICATING PANEL AND CIRCUIT NUMBERS

~— | NEW BRANCH CIRCUIT CONCEALED IN WALL OR CEILING
- T =-O | NEW BRANCH CIRCUIT CONCEALED IN FLOOR OR WALL
— T~~~ | NEW BRANCH CIRCUIT EXPOSED ON WALL OR CEILING
— T T =< | EXISTING BRANCH CIRCUIT

NEW MOTOR

NEW MANUAL MOTOR STARTING SWITCH W/ THERMAL OVERLOAD PROTECTION
EQUIPMENT SCHEDULE SYMBOL

FIXTURE SCHEDULE STMBOL

KEYED NOTE SYMBOL

INDICATES ITEM IN WEATHERPROOF (NEMA 3R MINIMUM) ENCLOSURE

~
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POWER AND TELE/DATA PLAN
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POWER KETYED NOTES:

PROVIDE NEW OUTLET BOX FLUSH IN EXISTING MASONRY WALL. EXTEND
CONDUIT THROUGH WALL TO BOILER ROOM AND INSTALL CONDUIT
EXPOSED IN BOILER ROOM TO EXISTING PANEL. SEAL NEW CONDUIT
PENTRATION THROUGH WALL AS REQUIRED. COORDINATE WITH FUTURE
PANELBOARD LOCATIONS.

PROVIDE NEW OUTLET BOX FLUSH IN EXISTING MASONRY WALL. EXTEND
CONDUIT THROUGH WALL TO NEW WALL FURRING ON OPPOSITE SIDE OF
WALL AND INSTALL CONDUIT CONCEALED IN WALL FURRING. SEAL NEW
CONDUIT PENTRATION THROUGH WALL AS REQUIRED.

PROVIDE $IX SQUARE D TYPE 'QOB' IP-20A BRANCH CIRCUIT
BREAKERS IN EXISTING PANEL 'B' TO SERVE NEW RECEPTACLE BRANCH
CIRCUITS. PROVIDE NEW TYPEWRITTEN CIRCUIT DIRECTORY TO REFLECT
ALL CHANGES IN CIRCUITING.

PROVIDE NEW TYPEWRITTEN CIRCUIT DIRECTORY FOR EXISTING PANEL
'A' TO REFLECT ALL CHANGES IN CIRCUITING.

EXISTING RECEPTACLE FOR EXISTING ICE MACHINE TO REMAIN.

NEW CONDENSATE PUMP FOR EXISTING ICE MACHINE, 1/3@ HP, 115 V, 11,
PROVIDE NEW SINGLE POLE TOGGLE DISCONNECT SWITCH AND CONNECT
TO CIRCUIT FOR EXISTING ICE MACHINE AS SHOUN.

LOCATION OF FUTURE ELECTRICAL PANELBOARDS TO BE INSTALLED
UNDER A SEPARATE CONTRACT.

TELE/DATA KETED NOTES:

PROVIDE NEW FLUSH MOUNTED TELE/DATA OUTLET WITH 3/4" CONDUIT TO
EXISTING TUNNEL BELOW FLOOR. PROVIDE 2 NEW STATION CABLES
FROM NEW OUTLET TO EXISTING PATCH BLOCK IN EXISTING TELE/DATA
ROOM,

PROVIDE NEW 4-11/16" Q. x 2-1/8" DEEP FLUSH MOUNTED PULLBOX WITH
BLANK COVERPLATE NEAR EXISTING CEILING WITH 3/4" CONDUIT TO
EXISTING TUNNEL BELOW FLOOR.

PROVIDE 3/4" CONDUIT FROM NEW TELE/DATA PULLBOX THROUGH
EXISTING WALL TO EXISTING SURFACE RACEWAY ON CORRIDOR CEILING.
DRILL AND FIRE SEAL EXISTING CORRIDOR WALL TO INSTALL NEW
CONDUIT.

EXISTING SURFACE RACEWAY SYSTEM ON CORRIDOR CEILING AND IN
ROOM TO EXISTING TELE/DATA OUTLET TO REMAIN.

EXISTING TELE/DATA OUTLET WITH (2) VOICE AND (2) DATA COUPLERS
TO REMAIN. PROVIDE 4 NEW STATION CABLES FROM OUTLET THROUGH
EXISTING SURFACE RACEWAY SYSTEM TO NEW PULLBOX, IN CONDUIT
FROM PULLBOX TO TUNNEL, AND THROUGH TUNNEL TO EXISTING
TELE/DATA ROOM. PROVIDE NEW COUPLERS AND CONNECT TO NEW
STATION CABLES.

FIRE SEAL NEW CABLE PENETRATIONS THROUGH EXISTING CORRIDOR
WALL.

AREA OF TOILET ROOM REMODEL
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